DPL’s SOS SREC Requirements

Aspirational Targets (MWs)

DPL's SOS' DPL's SOS 70% 20% 10%
RPS Load Solar Total From From From
Copmpliance Obligation Carve-Out Requirement >2MW*° <2MW* <50kW°
Year (GWH) % SRECs
2010 3,304 0.018% 594
2011 4,346 0.200% 8,693 2.1 1.2 0.7
2012 4,392 0.400% 17,569 3.9 2.5 1.4
2013 4,429 0.600% 26,572 5.6 3.8 2.2
2014 4,463 0.800% 35,703 8.0 5.1 2.9
2015 4,502 1.000% 45,022 11.6 6.4 3.7
2016 4,548 1.250% 56,847 16.3 8.1 4.6
2017 4,588 1.500% 68,825 245 9.8 5.6
2018 4,633 1.750% 81,084 30.0 11.6 6.6
2019 4,682 2.000% 93,635 35.6 13.4 7.6
2020 4,731 2.250% 106,451 41.3 15.2 8.7
2021 4,781 2.500% 119,527 47 1 171 9.7
2022 4,832 2.750% 132,868 53.1 19.0 10.8
2023 4,883 3.000% 146,476 59.1 20.9 11.9
2024 4,934 3.250% 160,358 65.3 22.9 13.1
2025 4,986 3.500% 174,516 71.7 24.9 14.2
Notes: (1) Excludes load served by retail suppliers and load opting out of the RPS obligation and assumes a 15% reduction in

load by 2015 through energy efficiency programs.
(2) Less projected supply from the Dover Sun Park.
(3) Assumes an 18% capacity factor.
(4) Assumes an 16% capacity factor.

(5) Assumes an 14% capacity factor.



DPL’s SOS SREC Requirements

Aspirational Targets SRECS

DPL's SOS' DPL's SOS
RPS Load Solar Total
Copmpliance Obligation Carve-Out Requirement

Year (GWH) % SRECs

2011 4,346 0.200% 8,693 3,239 1,739 869
2012 4,392 0.400% 17,569 6,202 3,514 1,757
2013 4,429 0.600% 26,572 8,853 5,314 2,657
2014 4,463 0.800% 35,703 12,594 7,141 3,570
2015 4,502 1.000% 45,022 18,366 9,004 4,502
2016 4,548 1.250% 56,847 25,691 11,369 5,685
2017 4,588 1.500% 68,825 38,623 13,765 6,882
2018 4,633 1.750% 81,084 47,253 16,217 8,108
2019 4,682 2.000% 93,635 56,086 18,727 9,363
2020 4,731 2.250% 106,451 65,104 21,290 10,645
2021 4,781 2.500% 119,527 74,305 23,905 11,953
2022 4,832 2.750% 132,868 83,690 26,574 13,287
2023 4,883 3.000% 146,476 93,263 29,295 14,648
2024 4,934 3.250% 160,358 103,026 32,072 16,036
2025 4,986 3.500% 174,516 112,983 34,903 17,452

Notes: (1) Excludes load served by retail suppliers and load opting out of the RPS obligation and assumes a

15% reduction in load by 2015 through energy efficiency programs.
(2) Less projected supply from the Dover Sun Park.



Notes:

DPL’s SOS Total REC Requirements

DPL's SOS'

RPS Load

Copmpliance Obligation

Year

2011
2012
2013
2014
2015
2016
2017
2018
2019
2020
2021
2022
2023
2024
2025

(1) Excludes load served by retail suppliers and load opting out of the RPS obligation and assumes a

(GWH)

4,346
4,392
4,429
4,463
4,502
4,548
4,588
4,633
4,682
4,731
4,781
4,832
4,883
4,934
4,986

Minimum
REC

Requirement

%

5.000%
7.000%
8.500%
10.000%
11.500%
13.000%
14.500%
16.000%
17.500%
19.000%
20.000%
21.000%
22.000%
23.000%
24.000%

DPL's SOS

Total

Requirement

RECs

217,318
307,456
376,439
446,292
517,759
591,214
665,305
741,336
819,303
898,918
956,217
1,014,626
1,074,161
1,134,839
1,196,679

15% reduction in load by 2015 through energy efficiency programs.

(2) Assumes 30% capacity factor.

Equivalent”
Wind

Capacity
MWs

83
117
143
170
197
225
253
282
312
342
364
386
409
432
455



